1. Licensable activities may take place anywhere within the red line.

2. Any detail not required by the regulations is indicative only and subject to change without notice.

3. Fire safety equipment locations are indicative only and may change on advice from the fire

service or following a fire risk assessment.

Fire Protection

Installation of an Automatic fire detection system to
be fitted throughout in accordance with BS5839 Part
1, 2002.

The escape Lighting system should comply with
BS5266: Part1, 1999.

Emergency Push pad with sign

Wall mounted Fire blanket in container

2Kg wall mounted Carbon Dioxide Fire Extinguisher

9 litre wall mounted water fire extinguisher

Maintained Fire alarm call point location

Maintained Emergency light
llluminated exit sign over door
Ceiling Mounted Smoke Detector

Ceiling mounted Heat Detector

@ Twin high tower lights

Staff action notice position

Fire Door keep clear sign located on direction of
opening side door

Keep Door Locked Sign located on direction of
opening side door

Half hour fire door including intumescent smoke seal
strips and positive overhead door closures, fire stops
and sign

Vision panel in door comprising FR glass and hw
- beads in intrumescent paste Minimum size of vision
panel 250mm dia.

Emergency exit sign indicating direction of means of
escape

Fire alarm sounder

Life systems contractor to ensure strict compliance to
local and national criteria at design stage. The keys
and symbols on this layout should be noted and
modified if required.

@ Location of Automatic Sprinkler Head

One hour fire door including intumescent smoke seal
strips and positive overhead door closures, fire stops
and sign

e : Extent of Premises
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